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K 000 INITIAL COMMENTS K 000

 A Life Safety Code Certification Survey for the 

relocation of an End Stage Renal Disease 

(ESRD) facility was conducted by the Indiana 

State Department of Health in accordance with 42 

CFR 494.60(d).

Survey Date:  02/24/12

Facility Number:  010128

Provider Number:  152549

AIM Number:  200315330E

Surveyor: Bridget Brown, Life Safety Code 

Specialist

At this Life Safety Code survey, Comprehensive 

Renal Care Munster was found not in compliance 

with Requirements for Participation in 

Medicare/Medicaid, 42 CFR Subpart 494.60(d), 

Life Safety from Fire and the 2000 Edition of the 

National Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 20, New 

Ambulatory Health Care Occupancies and 

Chapter 38, New Business Occupancies.

The facility is located in a one story, free standing 

building determined to be of Type II (000) 

construction and was not sprinklered.  The facility 

has a fire alarm system with smoke detection in 

every room, corridors and areas open to the 

corridors. 

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 02/29/12.

The facility was found not in compliance with the 

aforementioned requirements as evidenced by:
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K 051 NFPA 101 LIFE SAFETY CODE STANDARD

A fire alarm system with approved components, 

devices or equipment is installed according to 

NFPA 72, to provide effective warning of fire in 

any part of the building.  Activation of the 

complete fire alarm system is by manual fire 

alarm initiation, automatic detection, or 

extinguishing system operation.  Pull stations are 

located in the path of egress.  Electronic or 

written records of tests are available.  A reliable 

second source of power is provided.  Fire alarm 

systems are maintained in accordance with NFPA 

72, National Fire Alarm Code, and records of 

maintenance are kept readily available.  There is 

remote annunciation of the fire alarm system to 

an approved central station.     18.3.4, 9.6

This STANDARD  is not met as evidenced by:

K 051 4/3/12

 Based on observation and interview, the facility 

failed to ensure 11 of 42 smoke detectors were 

installed where air flow would not adversely affect 

the operation.  LSC Section 20.3.4.1 requires 

facilities to be in accordance with LSC Section 

9.6.  Section 9.6.1.4 requires fire alarm systems 

comply with NFPA 72, National Fire Alarm Code.  

NFPA 72, 2-3.5.1 requires, in spaces served by 

air handling systems, detectors shall not be 

located where air flow prevents operation of the 

detectors.  NFPA 72, A-2-3.5.1 explains detectors 

should not be located in a direct airflow or closer 

than 3 feet from an air supply diffuser or return.  

This deficient practice could affect any occupants 

in the building .  

Findings include:
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K 051 Continued From page 2 K 051

Based on observations with the administrator on 

02/24/12 between 1:20 p.m. and 3:30 p.m., 

smoke detectors located in the following areas 

were located 12 to 18 inches from from an air 

supply or return vent: in the program director's 

office, the supply room, the peritoneal dialysis 

exam room, the social worker's office, the bio 

med room, the reception office, the isolation 

treatment room, the wheelchair storage room, 

and two patient bathrooms.  The administrator 

acknowledged the aforementioned smoke 

detectors were near the air vents.  She said at the 

time of observations, she was unaware there was 

a risk of the air flow impeding smoke detector 

function.
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